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LEARNING POINTS / ACTIONS TAKEN

The following day the installation / calibration
contractor was on site carrying out testing of the
alarm systems. They carried out a full investigation
on the various alarm systems.

During the investigation they discovered no issues
with the High, High alarm on Tank 1. This was
tested using their recognised methods of testing.
The probe from Tank 2 was fitted to Tank 1 & the
alarm went off immediately.

A response is currently awaited from the
contractor.
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